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A Life Safety Code and Environmental
Preoccupancy Survey for State Licensure for the
addition of 18 NCC beds to a Residential facility
and the conversion from a Residential facility to a
Comprehensive Care facility was conducted by
the Indiana State Department of Health.

Survey Date: 04/27/11

Facility Number: 011151
Provider Number: 011151
AIM Number: NA

Surveyor: Mark Caraher, Life Safety Code
Specialist

At this Life Safety Code and Environmental
Preoccupancy survey, Stratford Retirement LLC
was found in compliance with the 2000 edition of
the National Fire Protection Association (NFPA)
101, Life Safety Code (LSC), Chapter 18, New
Health Care Occupancies and with 410 IAC
16.2-3.1-19, Environment and Physical Standards
of the Indiana Health Facilities Rules for
Comprehensive care facilities.

This facility located on the second story of a three
story building was determined to be of Type Il
(111) construction and fully sprinklered. The
facility has a fire alarm system with smoke
detection in the corridors, areas open to the
corridors and in all resident rooms. The
Comprehensive Care unit of the facility has a
capacity of 18 and had a census of 0 at the time
of this visit.
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other safeguards provide sufficient protection to the patients . (See instructions.) Except for nursing homes, the findings stated above are disclosable 90 days
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program participation.
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Safety Code Specialist-Medical Surveyor on
04/29/11.

FORM CMS-2567(02-99) Previous Versions Obsolete Event ID: 5EK021 Facility ID: 011151 If continuation sheet Page 2 of 2



